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WATER MAIN LEGEND, NOTES, AND SCHEDULE
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PRIOR TO ANY WORK.

CONTRACTOR’S RESPONSIBILITY TO CONTACT ALL UTILITY COMPANIES AND LOCATE THEIR FACILITIES 

ARE SHOWN MAY BE DIFFERENT FROM THE LOCATION AS SHOWN ON THE PLANS. IT SHALL BE THE 

OTHER THAN THOSE SHOWN MAY BE ENCOUNTERED, AND THAT THE ACTUAL LOCATION OF THOSE WHICH 

AND THE OWNER DO NOT ASSUME RESPONSIBILITY IN THE EVENT THAT DURING CONSTRUCTION, UTILITIES 

INFORMATION AND ARE GIVEN FOR THE CONVENIENCE OF THE CONTRACTOR.  HOWEVER, THE ENGINEER 

PIPELINES, ETC. SHOWN ON THE PLANS HAVE BEEN DETERMINED FROM THE BEST AVAILABLE 

THE LOCATIONS OF EXISTING UNDERGROUND UTILITIES, SUCH AS WATER MAINS, SEWERS, GAS LINES, 8.

18-INCHES BETWEEN THE OUTSIDE OF THE WATER MAIN AND THE OUTSIDE OF THE SEWER. 

SEWERS CROSSING WATER MAINS SHALL BE LAID TO PROVIDE A MINIMUM VERTICAL CLEARANCE OF 

SEWER. THE DISTANCE SHALL BE MEASURED FROM THE OUTSIDE OF PIPE TO OUTSIDE OF PIPE. ALL 

ALL WATER MAINS SHALL BE LAID AT LEAST TEN (10) FEET HORIZONTALLY FROM ANY EXISTING OR PROPOSED 7.

ABANDONED WATER MAIN SHALL BECOME THE PROPERTY OF THE CONTRACTOR.

THE ADANDONED WATER MAIN. ALL OTHER PIPE AND APPURTENANCES REMOVED FROM THE 

SALVAGE AND DELIVER TO THE VILLAGE ANY EXISTING VALVES, CASTINGS, OR HYDRANTS FROM 

WITH SAND. WHEN REQUESTED BY THE VILLAGE OF ORLAND PARK, THE CONTRACTOR SHALL 

TO BE ABANDONED. EXISTING BASINS OR VAULTS SHALL BE ABANDONED IN PLACE AND FILLED 

THE CONTRACTOR SHALL REMOVE ALL VALVES, CASTINGS, OR HYDRANTS FROM THE WATER MAINS 6.

MATERIAL (CLSM).

EXISTING WATER MAINS TO BE ABANDONED SHALL BE FILLED WITH CONTROLLED LOW STRENGTH 5.

BELOW FINISHED GROUND SURFACE.

WATER MAINS AND SERVICES SHALL HAVE A MINIMUM BURY DEPTH OF FIVE (5) FEET AND SIX (6) INCHES 4.

DOCUMENTS.

NEW WATERMAIN SHALL BE ENCASED IN POLYETHYLENE WRAP IN ACCORDANCE WITH THE CONTRACT 3.

ALL TESTS AND APPROVAL IS GIVEN BY THE ENGINEER AND THE VILLAGE OF ORLAND PARK.

CONTRACT DOCUMENTS. EXISTING WATER MAINS SHALL REMAIN IN SERVICE UNTIL NEW WATER MAINS PASS 

PRESSURE TESTING AND DISINFECTION OF NEW WATER MAINS SHALL BE IN ACCORDANCE WITH THE 2.

WITH RESTRAINED JOINTS UNLESS NOTED OTHERWISE.

THE CONTRACTOR SHALL MAKE CONNECTIONS TO EXISTING WATER MAINS UTILIZING A MJ SLEEVE 1.

WATER MAIN NOTES:

WATER MAIN SCHEDULE

WATER MAIN SUMMARY

  

PART. FIRE HYDRANTS MAY BE PLACED IMMEDIATELY AGAINST THE ROW WHERE PRACTICAL.

FIRE HYDRANTS MUST HAVE 2’ OF CLEARANCE FROM FACE OF CURBS AND A MINIMUM OF 6" FROM SIDEWALK TO CLOSEST 

CONTRACTOR SHALL VERIFY CLEARANCES FROM SIDEWALKS AND PAVEMENT FOR FIRE HYDRANTS PRIOR TO INSTALLATION. 15.

INSTALLATION OF WATER MAIN IN ORDER TO MAINTAIN MINIMUM COVER REQUIREMENTS AT PROJECT COMPLETION.

THE CONTRATOR SHALL VERIFY PROPOSED SURFACE GRADES FOR FINAL PARKWAY IMPROVEMENTS PRIOR TO THE 14.

WILL BE CONSIDERED PART OF THAT PAY ITEM.

FLOWABLE FILL: QUANTITY IS FOR ABANDONED PIPE FILLING ONLY. ANY FLOWABLE FILL USED IN ABANDONING VAULTS13.

REQUIREMENTS OF PROJECT DOCUMENTS.  

RESTORATION WORK ITEMS THAT ARE CONSIDERED INCIDENTAL TO WATER MAIN WORK SHALL BE PERFORMED PER THE 

ANY OTHER ITEM THAT MUST BE DISTURBED TO INSTALL WATER MAIN AS INDICATED IN THE PROJECT DOCUMENTS. 

PAVEMENT, REMOVAL AND RESTORATION OF SIDEWALK, REMOAL AND RESTORATION OF CURB AND GUTTER, AND 

FEATURES SHALL INCLUDE, BUT NOT BE LIMITED TO, SODDING, SEEDING, REMOVAL AND RESTORATION OF 

THE COSTS FOR THE WATER MAIN WORK WITH NO ADDITIONAL COMPENSATION ALLOWED. RESTORATION OF SURFACE 

TO THE WATER MAIN WORK. RESTORATION THAT IS INCIDENTAL TO THE WATER MAIN WORK SHALL BE INCLUDED IN 

NOT INCLUDED AS PART OF THE ROADWAY IMPROVEMENTS, SHALL BE RESTORED AND BE CONSIDERED INCIDENTAL 

SURFACE FEATURES THAT ARE DISTURBED DUE TO THE CONSTRUCTION OF WATER MAINS, WHICH ARE 12.

AND ELEVATIONS BEFORE PROCEEDING WITH CONSTRUCTION.

OF WORK BEGINS. WHERE NEW WORK MEETS EXISTING FEATURES TO REMAIN, FIELD CHECK ALL DIMENSIONS 

IT IS THE CONTRACTOR’S RESPONSIBILITY TO ASCERTAIN EXISTING FIELD CONDITIONS BEFORE COMMENCEMENT 11.

THE DAMAGED UTILITY.  THIS WORK SHALL BE AT THE CONTRACTOR’S EXPENSE.

CONSTRUCTION SHALL BE REPAIRED OR REPLACED TO THE SATISFACTION OF THE OWNER AND OPERATOR OF 

UTILITIES EVEN THOUGH THEY MAY NOT BE SHOWN ON THE PLANS.  ANY UTILITY THAT IS DAMAGED DURING 

THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROTECTION OF ALL UNDERGROUND OR SURFACE 10.

DOCUMENTS SHALL BE INDICATED ON THE RECORD DRAWINGS.

TO THE VILLAGE OF ORLAND PARK UPON THE PROJECT COMPLETION.  ANY VARIATIONS FROM THE CONTRACT 

RECORD DRAWINGS FOR THE NEW WATER MAINS SHALL BE PREPARED BY THE CONTRACTOR AND SUBMITTED 9.


